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A battery powered air-conditioning device was developed to provide an improved 

thermal comfort level for individuals in inadequately cooled environments. This 

device is a battery powered air-conditioning system with the phase change material 

(PCM) for heat storage. The condenser heat is stored in the PCM during the cooling 

operation and is discharged while the battery is charged by using the vapor 

compression cycle as a thermosiphon loop.  The main focus of the current research 

was on the development of the cooling system. The cooling capacity of the vapor 

compression cycle measured was 165.6 W with system COP at 2.85. It was able to 

provide 2 hours cooling without discharging heat to the ambient. The PCM was 

recharged in nearly 8 hours under thermosiphon mode. 
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Chapter 1: Introduction 

1.1 Background 

Space cooling is essentially important for occupants as it provides thermal comfort 

while it takes up a large portion of the total energy consumption in the U.S.  

According to Annual Energy Outlook 2015 [1], in 2013, the energy consumption in 

space cooling for commercial sector was 451.3 TWh per year, which made up to 8.5% 

of the total energy consumption. While for the residential sector, the energy 

consumption was 600.8 TWh per year and counted for 9.7% of the total energy 

consumed. This section of energy keeps increasing for both commercial and 

residential section. The estimated energy consumption in 2020 is 477.7 TWh and 

697.5 TWh per year for commercial and residential sections, respectively. 

A simple way to save energy for space cooling in hot summer is to turn the thermostat 

settings in building up to a higher setting. It helps save energy by 1%-3% per degree, 

for each degree the thermostat is set above 22.2C [2]. However, it may result in the 

thermal discomfort to some people with higher metabolic rate or doing heavy work. 

Instead of turning the thermostat down for the whole space, another more efficient 

way is to adopt personal cooling devices. 

In addition to improving thermal comfort level and saving the energy used for space 

cooling, personal cooling is also important for people exposed to extreme conditions.  

During 2006-2012, 3,332 U.S. residents died due to the exposure to the excessive 

natural heat, which accounts for 31% of the total death associated with weather-

related causes [3]. 
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1.2 Objective 

The objective of this thesis is to design, build and test a battery powered portable 

vapor compression cycle person cooling system (referred as RoCo in the thesis). The 

target working environment for this device is the indoor environment like office or 

residential buildings. Therefore, the heat from the condenser needs to be stored within 

the system. For this reason, the PCM is proposed to store condenser heat. The 

recharging process of the PCM is another challenge after the cooling mode. A novel 

thermosiphon design is integrated with the vapor compression cycle to resolve the 

PCM recharging process.  After designing the RoCo, the laboratory prototype is 

constructed to prove the concept.  Then the experimental work is conducted to 

validate the performance.  Experimental work is conducted in two stages: one is the 

baseline test. A test facility with full instruments is set up to measure the detailed 

temperature, pressure, mass flow rate and power consumption of the refrigerant 

system. Both the vapor compression cycle and thermosiphon loop are tested and 

validated in this stage. The second stage is to integrate the cooling system with a 

portable platform and nozzle and build the prototype. The system performance of the 

prototype is evaluated and compared with the baseline test. 
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Chapter 2: Literature Review 

2.1 Personal Cooling 

General personal cooling devices use technologies like forced convection air cooling, 

evaporative cooling, phase change materials, thermoelectric cooling or vapor 

compression cycles.  

The mechanism of forced convection air cooling is to increase the sensible heat 

transfer and the water vaper pressure gradient between the skin and environment, thus 

accelerating the sweat evaporation [4]. The most common forced convection air 

cooling devices for personal cooling are portable fans. Products like Cool on the Go 

[5] are available in market. Forced convection air cooling is also used in vest under 

extreme conditions. McLellan [6] conducted an experimental study on the efficacy of 

an air-cooling vest designed for light armor vehicle personnel, who were subjected to 

high ambient temperature. The vest was made of two layers of air-impermeable 

urethane-coated nylon and 20.3°C and 12.1°C cool air were supplied from a heat 

exchanger immersed in cool water reservoir at 49°C and 35°C exposure temperatures, 

respectively. After 3 hours test, the ratings of thermal comfort improved to 7.6 and 

5.7 from 9.7 and 9 for 35°C and 49°C temperature settings. This research showed 

improvement of thermal comfort level and reduction of thermal strain under extreme 

weather conditions. However, it required extra cold water supply and the cooling vest 

also added thermal resistance without cold water supply.    

Evaporative cooling takes advantage of the large latent heat of water. Portable 

evaporative coolers are available in the market. The evaporative cooler usually equips 
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with a water tank and is able to provide a cool air using a natural evaporative cooling 

process. 

Phase change materials are used to store latent heat. Compared with sensible heat 

storage, latent heat storage has higher storage density while the material maintains its 

temperature during heat storage and release process [7]. PCM integrated into the vest 

is a promising technology for personal cooling and the solidification process of PCM 

after use needs to be considered.  Ice is a cheap option to serve as PCM in the vest. 

However, the low melting temperature of ice may cause erythema and thus 

discomfort and extra electricity consumption of freezer is required for solidification 

[8]. Kuklane et al. [9] proposed to use other types of PCMs with higher melting 

temperature (around 20°C), like Glauber’s salt or organic hydrocarbons/wax. Thus 

the melted PCM can be solidified using underground/well water instead of freezer. 

The impact of different melting temperature on heat stress was also studied [8]. The 

melting temperature of the PCMs in the cooling vest changed from 0°C, 10°C, 20°C 

and 30°C and the test was conducted under 40°C dry bulb temperature and 46% RH. 

The results suggested that 0°C was too cold and shouldn’t be used without additional 

insulation. 10°C melting temperature PCM was additionally preferred by the 

participants. The service time of the cooling vest depends on the total capacity of the 

PCM integrated. Thus extended service hours require larger amount the PCM and the 

vest becomes bulky and heavy. Besides, solidification of PCM is required after use 

and may require more time and extra energy. The transportation of replacement PCM 

packs is also cumbersome [10]. 
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Thermoelectric technology is used in C2 climate control [11], a personal climate-

control device product by Herman Miller. It is designed to be aimed at face and neck. 

With a baseline temperature of 22.2°C, it is able to provide cooling and heating 

between 66°F to 112°F. However, the capacity of it is not sufficient to be used alone 

without air-conditioning or space heating systems. 

Traditional vapor compression cycle is popular in small air conditioning appliances 

for personal cooling, like portable air conditioning.  Vapor compression cycle was 

also applied in wearable cooling systems for military, firefighting or other hazardous 

duty personnel working under elevated temperature environments [12]. An engine-

driven R-134a miniaturized compressor was used in the system and it was able to 

provide 178 W of cooling for 5.7 hours under ambient temperature range of 37.7-

47.5°C.  Compared with other technologies, the vapor compression cycle is able to 

provide an extended and stable cooling effect based on limited components and 

flexibility.  

2.2 Heat Exchanger Integrated with PCM 

Thermal energy storage is a promising technology because it helps balance the energy 

supply and demand by storing extra thermal energy for future use.  The form of 

thermal energy stored can be sensible heat or latent heat, depending on whether the 

materials for thermal energy storage undergo a temperature change or phase change 

process. 

PCM is used in the latent heat thermal energy storage systems. Typically the system 

has three main components: PCM with suitable temperature range, encapsulation of 

PCMs and a heat exchange surface required for transferring the heat from heat source 
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to PCM or from PCM to the heat sink [13]. In this section, the research is focused on 

the experimental work for the heat exchanger integrated with PCM.  

One main challenge of using PCM as thermal storage material is the low thermal 

conductivity of PCM. For organic PCMs, the paraffin has a low thermal conductivity 

at around 0.2 W/(m·K) while non-paraffin suffers from even lower range from 0.15 to 

0.17 W/(m·K) [14].  Inorganic PCMs have higher thermal conductivity and some of 

the products are available in market [15] even with a thermal conductivity of 1 

W/(m·K). Medrano et al. [16] summarized that there were different technologies to 

enhance the heat transfer between PCMs and heat changers due to low thermal 

conductivity: inserting the PCM in a metal; adding high thermal conductivity metallic 

particles; macro and micro encapsulating the PCM; using PCM-graphite composite 

material; and using finned tubes with different configurations.  

Trp [17] conducted experiments to study the melting and solidification processes of 

paraffin in a shell-and-tube heat exchanger. The melting temperature of the paraffin 

was 27.5°C with thermal conductivity of 0.18 W/(m·K) and 0.19 W/(m·K) for solid 

and liquid phases, respectively. The experiment showed that the melting process of 

PCM was non-isothermal as the melting temperature was in a range of 22°C to 37°C 

while the solidification process was isothermal with narrow solidification temperature 

of 27.5°C to 28°C.  

Erek et al. [18] also investigated the performance of a shell-and-tube heat exchanger 

with pure water as PCM filling the annular shell space. Instead of using the bare tube, 

he employed finned tube in the experiment. The numerical model was developed as 

well and it showed that Reynolds number of heat transfer fluid had a dominant effect 
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on energy storage rate while higher fin density and lower fin spacing also contributed 

to the increased energy storage rate.  

Medrano et al. [16] studied five cases of small commercial heat exchangers used as 

PCM thermal storage system: a double pipe copper tube heat exchanger with PCM in 

annular space; the same double pipe heat exchanger with PCM embedded in graphite 

matrix; a double pipe heat exchanger with 13 radial copper fins; aluminum-fins-and-

copper-tube heat exchanger with PCM filled in the space between tubes and fins; and 

a small Alfa Laval gasketed plane and frame heat exchanger. The PCM used in this 

study was RT35 with melting temperature at 35°C and thermal conductivity of 0.2 

W/(m·K). Water was employed as heat transfer fluid with temperature difference 

between 15°C and 25°C compared with PCM. The results illustrated that the heat 

exchanger with PCM embedded in graphite matrix had normalized powers between 

700-800 W/(m2·K), which was 10 times larger than the others.  

Rahimi et al. [19] employed the same PCM and heat transfer fluid in a fin-and-tube 

heat exchanger to study the impact of fins, fluid temperature and flow rate on the 

melting and solidification time. It was found that the solidification process was more 

sensible to the fin employment than the melting process while increasing fluid flow 

rate contributed more toward melting time.  

Zhang et al. [20] integrated the paraffin wax as PCM into the air conditioning 

condenser to recover the heat for heating water. The melting temperature of the PCM 

was 45-48°C and the cooling capacity of the unit tested was 7,500 W. It took 60 

minutes for the PCM to be fully melted and another 95 minutes to drop from 65°C to 
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45°C, which increased the water temperature from 25°C to 33.2°C at the flow rate of 

100 L/h. 

2.3 Closed Loop Thermosiphon 

Thermosiphons are passive heat transfer devices without external power supply. 

Working fluid in a closed loop thermosiphon loop circulates by itself because of the 

pressure difference in different locations or assistance of gravity. 

Dobriansky [21] summarized different types of natural convection loops as shown in 

Figure 1. Among these loops, (a)(c)(e) and (g) are closed loop thermosiphon with 

partition between the heat sink and heat source. (a) is single phase liquid 

thermosiphon loop, the pressure difference of working liquid at heat sink and heat 

source is the driving force for the self-acting loop. (c) is defined by the author as 

thermosiphon with a bubble lift, which accelerates the circulation in the two-phase 

thermosiphon. (e) is referred as closed loop two-phase thermosiphon (CLTPT). The 

working fluid absorbs heat from the heat source and vaporizes so vapor phase is the 

heat-carrier in the circulation. It releases the heat at the heat sink, condenses and 

flows down with assistant of gravity to complete the circulation. The vapor rises 

spontaneously due to the pressure difference of the saturation vapor at the heat sink 

and heat source. Compared with (e), (g) has a partition between vapor and liquid 

phase because of porous filling or small grooves on the inner surface.   
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Figure 1: Diagrams of major natural convection loops [21] 

The engineering applications employing thermosiphon loops include solar water 

heaters, geothermal systems, emergency cooling systems in nuclear reactors, 

electrical machine rotor cooling and electronic device cooling [22]. The research 

work of closed loop thermosiphon with R-134a as refrigerant is discussed in this 

section. 

Abou-Ziyan et al. [23] studied the impact of vibration on the thermosiphon loop with 

23 mm inner copper pipe diameter. The liquid filling ratio was 0.5 in the test. The 

vibration frequency varied from 0-3.33 Hz with input heat flux in a range of 160-380 

kW/m2. It was found that the normal working conditions without vibration was 

limited at 220 kW/m2 heat input. At heat input higher than the limit value at 290 

kW/m2 or 380 kW/m2, vibration increased the output heat flux up to 250%. It was 

also found in this study that vibration had less influence on R-134a than water as 

working fluid in the system. 
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Another experimental study conducted by Ong et al. [24] with R-134a in a 25.5 mm 

inner diameter copper tube thermosiphon evaluated the effects of temperature 

difference between heat sink and heat source, liquid filling ratio and mass flow rate 

on the system performance. The temperature difference varied from 0°C to 25°C, 

mass flow rate was in a range of 6.5 g/s to 12.1 g/s and filling ratio from 0.35 to 0.8. 

The results showed that the overall heat transfer coefficient increased with high mass 

flow rate, filling ratio and greater temperature difference between evaporating and 

condensing sections.  

 Thermosiphon loops with R-134a in small inner diameter tubes also draw attention 

of researchers in recent years. Khodabandeh et al. [25] investigated the influence of 

channel dimensions on two-phase thermosiphon loop.  The evaporator of the 

thermosiphon was a small copper block with a rectangular channel milled in it. The 

width of the rectangular was around 5 mm with the height changed from 0.7 mm to 

1.8 mm. For the small dimension of 0.7 mm and 0.9 mm, instability of flow was 

observed at low heat flux at 2 W/cm2. The 0.7 mm channel had a maximum heat 

transfer coefficient of about 1.2 W/cm2·K at 10 W/cm2 heat input. For channels with 

1.3 mm, 1.6 mm and 1.8 mm inner diameters, they had similar performance with a 

maximum heat transfer coefficient of 2 W/cm2·K at 30-35 W/cm2 heat input. This 

study demonstrated that larger inner tube diameters gave more stable system 

performance with higher heat transfer coefficient. Ong et al. [26] studied the two-

phase flow pattern during macro-to-microchannel transition. The refrigerants include 

R-134a, R-234fa and R-245fa in small channels of 1.03 mm, 2.20 mm and 3.04 mm. 

Zhang et al. [27] investigated the partially liquid-filled downcomer on two-phase 
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thermosiphon loop with evaporator of 12 mm inner diameter. The distance between 

the evaporator and condenser varied from 0 to 1.5 m in this study. Other variables 

include the temperature difference between evaporator and condenser (0-36°C), 

refrigerant charge level (0.5-1.9 m) and circulation flow resistance opening (25-

100%). The partially liquid-filled phenomenon was observed in the downcomer. It 

was also observed that the heat transfer rate increased approximately linearly with 

temperature difference except for lower charge at 0.5 and 0.7 m liquid level. 

Optimum refrigerant charges were also determined for different temperature 

difference cases.   
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Chapter 3: Experiment Setup 

3.1 System Schematic 

A schematic diagram of the system is shown in Figure 2. In the cooling mode, a vapor 

compression cycle was used (Figure 2 (a)). A 24 V lithium battery pack was used as a 

power supply to compressor, fan and control system of the portable platform. The 

condenser was placed inside a PCM container. When the system is running in the 

cooling mode, the condenser discharges the waste heat to the PCM and the PCM is 

melting gradually. When the RoCo stops working, it is electrically and thermally 

charged. During the charging process, the system was working as a gravity-assisted 

thermosiphon (Figure 2 (b)).  In this mode, three ball valves in the system are open 

and the refrigerant bypasses from compressor, expansion valve and mass flow meter. 

The condenser in the vapor compression cycle serves as an evaporator in 

thermosiphon mode. Liquid refrigerant in the evaporator absorbs heat from the PCM 

and vaporizes. The vapor moves up along the vapor line and condenses in the air-

cooled condenser. The condensed refrigerant flows down along the liquid line and 

completes the gravity-driven circulation. Since thermosiphon loop has high heat 

transport capability due to the refrigerant latent heat, it accelerates the solidification 

process of PCM as compared with natural convection. The refrigerant used in current 

system was R-134a. 
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             (a) vapor compression cycle                    (b) thermosiphon system 

                   (PCM melting process)                    (PCM solidification process) 

Figure 2: Schematic diagram of RoCo  

3.2 Test Conditions and Procedures 

The temperature setting in the room was assumed to be 26°C in the summer time, 

which was the chamber temperature.   There were two types of tests conducted for the 

RoCo: one was the vapor compression cycle test, the other was the thermosiphon test. 

For the vapor compression cycle test, the PCM in the container was fully solidified 

before the beginning of the test. Three ball valves in the system were remained closed 

during the test. The compressor and fan were turned on when the test was started. 

System was operated continuously for about two hours until the PCM temperature 

indicated that it was fully melted. Thermosiphon test was followed after the vapor 

compression cycle test. In this mode, the compressor was turned off while the fan was 
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on during the test. Three ball valves were open manually. Thermocouples installed in 

the inlet and outlet of the condenser (working as an evaporator in the vapor 

compression cycle operation) recorded the airside temperatures. When the PCM in 

the container was observed to be fully solidified and the temperature difference 

between heat source and heat sink kept constant, the thermosiphon test finished.  

3.3 Test Facility 

In the RoCo system, the condenser heat exchanger integrated with PCM and the PCM 

container were designed and manufactured in the laboratory according to the 

performance requirements. Other components such as the battery pack, compressor, 

evaporator and fan were selected off-the-shelf and acquired from the market. Products 

specifications and design details are introduced in this section. 

3.3.1 Battery Pack 

RoCo is powered by lithium battery pack.  A 3S7P battery pack with built-in 

protection circuit module from Shenzhen Masspower Electronic Co., Ltd was 

selected, shown in Figure 3.  
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Figure 3: Battery pack from Masspower Electronic 

The battery pack equipped with charging and discharging protectors and would 

automatically cut off when the voltage dropped under the lower limit. It has been 

tested before installed into the system. In order to evaluate the battery performance, 

the battery pack was fully charged first and connected to a 70 W fan since it was 

similar to the total power consumption of the RoCo.  In this test, the battery discharge 

voltage was recorded as shown in Figure 4.  The total running time was determined 

when the battery pack was automatically cut off.  The voltage and capacity data were 

recorded in every 30 minutes in order to minimize interruptions. The battery pack ran 

for 175 minutes before cutting off, which was long enough for the RoCo to operate 

for two hours.  Detailed voltage and energy discharged from battery pack are shown 

in Figure 4 and Figure 5, respectively. The battery pack specifics are in Table 1. The 

cut-off time in the test was longer than two hours and the change of voltage was 

smooth. Therefore, it was concluded that the system exhibited relatively reliable 
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performance since the battery pack provided a large enough voltage more than two 

hours.  

 Table 1: Product specifications and test details of Masspower battery pack 

 

 

 

 

 

 

 

 

 

 

 

 

  

Figure 4: Discharge voltage variations when powered 70 W fan 

 

Variables Unit Value 

Capacity Ah 7.8 

Nominal Voltage V 25.9 

Energy Wh 202.2 

Fully Charged Voltage V 29.06 

Cut-off Discharge Voltage V 22.26 

Running Time min 175 
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Figure 5: Discharged energy from battery packs 

3.3.2 Compressor 

The cooling capacity of the system was assumed to be around 100 W. An Aspen Q-

serious rotary compressor was selected. It is a variable speed compressor with speed 

range between 2,100 – 6,500 RPM. It is working under 24 VDC and the displacement 

volume is 1.4 cc. The compressor comes with a high capacity drive. The operating 

voltage range for the board is between 20 – 30 V. The speed of the compressor is 

controlled by the voltage input from the drive. The compressor turns on with 

minimum voltage input of 0.8 volts and its speed increases linearly from 2,200 RPM 

to 6,500 RPM with voltage input from 0.8 volts to 4.5 volts. During the test, the input 

voltage was set constant at 0.8 volt and the compressor was operated at 2,200 RPM. 

Figure 6 shows the compressor and its drive. 
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Figure 6: Aspen compressor and high capacity drive 

3.3.3 Evaporator and Fan 

A model 720 copper tubes and copper fins heat exchanger from Thermatron was 

selected for the evaporator as shown in Figure 7. It has the corrosion protection both 

internally and externally. The joints were brazed with silver-solder. The original 

design of the evaporator is shown in left side of Figure 7. However, when the system 

works under the thermosiphon mode, the condensed refrigerant cannot flow through 

the tubes to the downcomer in this original design. Therefore, the circuitry of this 

evaporator was customized and the final design is shown in right side of Figure 7. 

 

Figure 7: Thermatron model 720 evaporator 

(Left: original design, right: customized design for thermosiphon mode) 
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The Thermatron evaporator came with a fan mounted to the frame of the evaporator. 

However, the fan motor is rated for 110 VAC power input. Therefore, it was replaced 

by the NF-A14 industrial PPC-3000 PWM fan by Noctua, as shown in Figure 8. It is 

rated for 12V and very quiet, with maximum noise level of 41.3 dbA at 3,000 RPM. 

The rated air flow rate is 158.5 CFM and the power consumption is 6.6 W.  

 

Figure 8: Noctua NF-A14 PWM cooling fan 

3.3.4 Condenser 

A condenser was designed in four parallel spiral copper tubes as shown in Figure 9. 

Refrigerant flows down to the main tube at the top of the condenser, and assumed to 

be evenly distributed among these four branches. After the refrigerant condenses in 

the branches, it converges in the bottom main tube.  
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Figure 9: Spiral copper tube condenser 

6.4 mm diameter tube was used to build the branches. Other system operating 

conditions are summarized in Table 2.  For simplification, following assumptions 

were made for heat transfer and pressure drop analysis.   

 The copper tube in the condenser was assumed to be straight to simplify the 

calculation although it was in spiral shape, but it. Under this assumption, the 

secondary flow due to centrifugal force was neglected. 

 The refrigerant entered the condenser was assumed to be evenly distributed 

among four tubes. Therefore, each tube had the same heat transfer and 

pressure conditions. 

 Copper tube wall temperature was assumed to be constant at 37.0°C, which 

was the melting temperature of PCM. The sensible heat of the PCM and 

temperature gradient along the tube were neglected. 

 For the two-phase region, an average quality of 0.5 was used to calculate the 

heat transfer coefficient.  
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Table 2: System operating conditions for condenser design 

Variables Unit Value 

Condenser In Temp. °C 60.0 

Condenser In Pressure kPa 1,262.0 

Total Ref. Mass Flow Rate g/s 1.0 

Wall Temp. °C 37.0 

Condenser Out Temp. °C 43.0 

 

A summary of correlations used for heat transfer and pressure drop analysis is in 

Table 3. 

Table 3: Summary of correlations for heat transfer and analysis 

Correlation type Heat Transfer  Pressure Drop 

Refrigerant Liquid Phase Gnielinski [28] Blasius [29] 

Refrigerant Two-phase Shah [30] Homogeneous [31] 

Refrigerant Vapor Phase Gnielinski [28] Blasius [29] 

 

For single phase heat transfer region, when Re number was larger than 2,300, which 

was the condition for vapor phase flow inside the tube based on the design operation 

conditions, Gnielinski equation [28] was used. It was the most practical formulation 

in predicting single phase heat transfer for turbulent flow [32]. The following 

equation was used to calculate the Nusselt number. 

Nu𝑙𝑖𝑞 =  
(𝑓/8)(𝑅𝑒 − 1000)𝑃𝑟

1 + 12.7 (
𝑓
8)

1
2

(𝑃𝑟
2
3 − 1)

[1 + (
𝐷

𝐿
)2/3](

Pr

𝑃𝑟𝑤
)0.11 

 

(1) 

In equation (1), f was calculated out from Filonenko equation [33] below, 
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𝑓 =  (1.82 lg(𝑅𝑒) − 1.64)−2 (2) 

When Re number was less than 2,300 in the liquid region, the following laminar flow 

heat transfer correlation [34] was used for the averaged Nusselt number calculation, 

𝑁𝑢𝑣𝑎𝑝 = 3.66 +
0.065𝑅𝑒𝑃𝑟

𝐷
𝐿

1 + 0.04(𝑅𝑒𝑃𝑟
𝐷
𝐿

)2/3
 

(3) 

For the two-phase region, the mass flow rate was calculated to be 14.3 kg/m2·s and 

Shah’s correlations [30] were adopted for the heat transfer coefficient calculation. 

ℎ𝑡𝑝 = ℎ𝐿𝑇(
𝜇𝑓

14𝜇𝑔
)𝑛[(1 − 𝑥)0.8 +

3.8𝑥0.76(1 − 𝑥)0.04

𝑃𝑟0.38
] 

(4) 

Where 

n = 0.0058 + 0.557𝑃𝑟 (5) 

For the pressure drop analysis, Blasius equation was used for single phase region. 

Fanning factor f was calculated out based on the Re number. 

f =
0.0791

𝑅𝑒1/4
, 𝑅𝑒 < 20000 

(6) 

f =  
0.046

𝑅𝑒1/5
, 𝑅𝑒 > 20000 

(7) 

Based on the fanning factor, pressure loss can be calculated by the following 

equations, 

∆p = ρg∆h (8) 

∆ℎ

𝐿
=

2𝑓𝑉2

𝑔𝐷
 (9) 

 

In the two-phase region, a homogeneous pressure drop correlation was used.   
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Homogeneous void fraction could be determined from the quality, which was 

assumed to be constant at 0.5 in the calculation. 

ε =
1

1 + (
𝜇𝐺
𝜇𝐿

1 − 𝑥
𝑥

𝜌𝐺
𝜌𝐿

)
 

(10) 

Homogeneous density was obtained using following equation. 

ρ = 𝜌𝐿(1 − 𝜖) + 𝜌𝐺𝜖 (11) 

The static pressure drop for the homogeneous two-phase fluid was then calculated 

out. 

∆p = ρg∆h (12) 

A summary of the calculation results for one copper tube is shown in Table 4. 

Table 4: Summary of heat transfer and pressure drop analysis for single tube 

Region Vapor  Two-phase Liquid Total 

Length [m] 0.17 0.80 0.21 1.18 

Capacity [W] 3.43 38.56 1.55 43.44 

Pressure Drop [kPa] 0.14 1.00 0.02 1.16 

 

3.3.5 PCM 

In the test system, the condenser tubes were submerged in the PCM so that there was 

a direct heat transfer between refrigerant and PCM through tube wall. Therefore, 

PCM is a critical part of the system. The most important parameter to consider is the 

melting temperature of the PCM. Ideally, the melting temperature should be as low as 

possible since it leads to a lower condensing temperature and a higher system COP. 

However, at the same time, it should be higher than the possible highest indoor 

temperature so that it won’t melt by itself when the system is not running. Besides, 
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the preferable product is with high heat storage capacity so that its weight is not too 

heavy. It should also have consistent performance over multiple thermal 

(melt/solidify) cycles and non-toxic.  Based on those desired properties discussed 

above, PureTemp 37 from Entropy Solutions was selected to use in the system. It is a 

USDA Certified Bio based product. According to the technical data sheet by the 

manufacture, it was tested over a course of 10,000 cycles. The properties are 

summarized in Table 5. 

Table 5: Properties of Pure Temp 37 

Properties Unit Value 

Melting Point °C 37 

Heat Storage Capacity kJ/kg 210 

Thermal Conductivity (liquid) W/m·K 0.15 

Thermal Conductivity (solid) W/m·K 0.25 

Density (liquid) g/ml 0.84 

Density (solid) g/ml 0.92 

Specific Heat (liquid) J/g·K 2.63 

Specific Heat (solid) J/g·K 2.21 

3.3.6 PCM Container 

A PCM container was manufactured with PVC pipes as shown in  

Figure 10. It was assumed that all of waste heat from condenser was absorbed in 

PCM and stored as latent heat. Considering the natural convection heat loss from the 

PCM to ambient, the safety factor of 1.4 was applied to the total mass of PCM 

needed. The PCM amount needed from estimation was 8.4 kg and the container could 

hold as much as 8.6 kg PCM, it is sufficient for two hours system running time. 

Figure 11 shows the condenser tubes fitted well inside the container. 
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Figure 10: PCM containerTable 6: Design variables of the PCM container 

Variable Unit Value 

VCC 

Condenser Capacity W 174 

System Running Time hour 2 

PCM 

Latent Heat kJ/kg 210 

Density (liquid) kg/m3 840 

Safety Factor - 1.4 

Total Amount Needed kg 8.4 

Container 

Pipe I.D. mm 97.2 

Tube Height mm 365.0 

Total Volume L 10.3 

Maximum PCM Mass to 

contain 
kg 8.6 
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Figure 11: Condenser tubes inside PCM container 

3.4 Instrumentation 

Figure 12 shows actual system schematic with full instrumentation.  

A receiver was installed in the liquid line of the system because the vapor 

compression cycle and thermosiphon loop had different charge requirements. For the 

thermosiphon to work, the evaporator (working as a condenser in vapor compression 

cycle) should be filled with refrigerant, or dry out would happen on the tube surface. 

To balance the charge difference between two modes, a 300 cc receiver was installed. 

When the RoCo first worked in the vapor compression cycle mode, a condensed 

liquid refrigerant from the condenser would accumulate gradually in the receiver until 

it reached a stable condition. When the system was switched to thermosiphon mode, 

the liquid refrigerant inside the receiver drained down into the evaporator and filled it. 

Then the system could work as a thermosiphon loop with adequate filling ratio.   
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A rubber piece was placed on the bottom of the condenser so that in the thermosiphon 

mode, the bubbles generated in the evaporator would not be trapped. The tubes 

connecting to the mass flow meter and receiver were also designed to be inclined to 

control the flow by gravitation. The liquid refrigerant in the downcomer would not 

enter the mass flow meter and stay in it.  

Two sight glasses were installed at the inlet and outlet of the condenser. In the vapor 

compression cycle, the sight glass at the outlet of the condenser helped properly 

charge the system. If bubbles were observed in the sight glass, then the refrigerant at 

the condenser outlet was not saturated or subcooled liquid, which indicated more 

charge was needed. In the thermosiphon mode, bubbles should exist in the sight glass 

at the outlet of the evaporator and down flowing liquid should be observed in the 

evaporator inlet, which demonstrated the refrigerant circulation in the thermosiphon 

loop. 
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Figure 12: RoCo schematic with full instrumentation 

3.4.1 Pressure Transducer 

Pressure transducers were installed at the condenser outlet, evaporator inlet and 

expansion valve inlet as shown in Figure 13. Two of them were absolute pressure 

transducers from Setra, which were installed at the expansion valve inlet and 

evaporator outlet. They were strain pressure transducers in the range of 0-500 PSIA. 

One of them was gauge pressure transmitter manufactured by WIKA, the range of 

which was 0-500 PSIG. It was at the compressor discharge. The standard atmospheric 

pressure was assumed to be 101.325 kPa in the test chamber and it was added to the 

measured pressure value of the gauge pressure transmitter in LabVIEW. Therefore, 



 

 29 

 

the pressure data recorded were all in absolute pressure value. Specifications of the 

pressure transducers are summarized together with other instruments in summary 

section.  

 

Figure 13: Pressure transducers installed in system (Left: Setra pressure 

transducer at evaporator outlet; middle: Setra pressure transducer at expansion 

valve inlet; right: Omega pressure transmitter at compressor discharge) 

3.4.2 Thermocouple 

Both in-stream and surface thermocouples were used to measure temperatures in the 

refrigerant side.  Considering that the temperature range in the test was between 0-80 

°C, T Type thermocouples were used for the temperature measurement. All of the 

thermocouples used were calibrated between 0-80°C, with 10°C temperature 

increment at each point. The uncertainty of temperature measurement was 0.5°C. 

There were two types of T Type thermocouples, as shown in Figure 14. One was the 

surface thermocouple attached to the copper tube to measure the surface temperature 

of the refrigerant tube, or installed in the air and PCM to measure the temperature. 
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The other was the in-stream thermocouple to be inserted to the refrigerant stream to 

measure the in-stream temperature.  

 

Figure 14: T type thermocouples 

(Left: surface thermocouple, Right: in-stream thermocouple) 

In the refrigerant side, both surface and in-stream thermocouples were used. The 

locations of those thermocouples were shown in  

Figure 15. There were two in-stream thermocouples before and after the receiver and 

mass flow meter in the liquid line since they were sources of heat loss. From the 

temperature measurement for these two locations (number 1 and number 2 

thermocouples in  

Figure 15), heat loss was calculated. The refrigerant with highest temperature was at 

compressor discharge, which was another major source of heat loss from the system. 

Therefore, the surface thermocouple installed (number 7 in  

Figure 15) helped determine the heat loss from compressor discharge to condenser 

inlet. Pictures of those thermocouples in the system set up are shown in  

Figure 16 and Figure 17. Surface thermocouples were attached to the copper tubes 

and zip tied with insulation foam. 
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Figure 15: Refrigerant side thermocouple locations 

 

 
 

Figure 16: Refrigerant side in-stream thermocouple locations 
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Figure 17: Refrigerant side surface thermocouple locations 

Surface thermocouples were installed to the inlet and outlet of the evaporator to 

measure the airside temperatures. Since the fan and the evaporator were mounted 

together to minimize the airside pressure drop, the thermocouples were attached to 

the fan frame to measure the evaporator outlet air temperature.  

 

Figure 18: Airside thermocouple locations 

(Left: evaporator inlet; Right: evaporator outlet) 

Thermocouples were also installed on the condenser surface and different locations 

inside the PCM container to measure the temperature profile during the PCM melting 

and solidification processes.  
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Figure 19 shows the locations of all the thermocouples installed inside the PCM 

container. In Figure 19, numbers in red indicated the surface TCs while those in 

yellow were merged in PCM either to measure the inner temperature or close-to-wall 

outer temperature.  There were three different planes to place the thermocouples: 

bottom plane (see TC 1,TC2,TC3,TC10,TC11,TC12,TC21,TC24 in Figure 19), 

middle plane(see TC4,TC5,TC6,TC13,TC14,TC15,TC20,TC23 in Figure 19) and 

upper plane(see TC7,TC8,TC9,TC16,TC17,TC18,TC19,TC22 in Figure 19). On the 

left and right spiral tubes of the condenser, there were three thermocouples placed on 

the same plane, Figure 20 shows the details of how they were installed. The inner TC 

was in the middle of the spiral tube while the outer TC measured the PCM 

temperature close to the container. Surface TC was attached directly to the copper 

tube. On the middle two spiral tubes, three surface TCs were attached to each column.  

 

Figure 19: Thermocouple locations inside the PCM container 
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Figure 20: Thermocouple locations on the same plane inside the PCM container 

3.4.3 Mass Flow Meter 

The estimated refrigerant mass flow rate in the system was 1 g/s, so the Micro Motion 

Coriolis flow meter was used in the system.  The mass flow meter was installed in the 

liquid line of the system, since it had higher measurement accuracy on higher density 

(±0.25% of rate for gas and ±0.10% of the rate for liquid).  The mass flow meter was 

calibrated in a range of 0 – 3 g/s before installation into the system. Micro Motion 

Model 2700 transmitter was connected to the mass flow meter to output the flow rate 

measured. The mass flow meter and the transmitter are shown in Figure 21. 



 

 35 

 

 

Figure 21: Mass flow meter and the transmitter 

3.4.5 Power Meter 

 

Power meter by RC Electronics, Inc. was used to measure the power consumption of 

the system.  It was connected to a battery pack and measured current (Amps), voltage 

(Volts), power (Watt), energy (Watt-hours) and charge (Amp-hours) values in real-

time and displayed all those variables alternately.  It was connected to a 24V auxiliary 

battery during the test. Therefore, the power consumption of the meter itself would 

not influence the measured values. The picture of power meter is shown in Figure 22. 

 

Figure 22: Watt meter 
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Before the system was tested with battery pack as a power supply, it was operated 

with an external 24 VDC power supply.  To measure the power consumption from the 

compressor and fan, the compressor and fan wires were circuited through the DC 

current and voltage transducers, shown in Figure 23. 

 

Figure 23: DC current and voltage transducers 

3.4.6 Summary 

Table 7 shows specifications of instrumentation used in the system.  The experiment 

setup with full instrumentation is shown in Figure 24. The total height of the setup 

was around 0.9 m.  
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Table 7: Specification of instrumentations 

Instrument Type Manufacturer Model Range 
Systematic 

uncertainty 

      

Pressure 

Transducer 
Strain Setra 

AccuSenseTM 

Model ASM 
0-500 psia 

±0.05% 

span 

Pressure 

Transducer 
Strain WIKA S-10 0-500 psig 

±0.25% 

span 

In-stream TC T-type Omega TMQSS062G6 
(-250)- 

350°C 
±0.5°C 

Mass Flow 

Meter 
Coriolis Micro Motion CMFS010M 

0-3 g/s 

(calibrated) 

±0.10% 

reading 

Watt Meter 
Watt 

transducer 
RC Electronics Watt’s Up 0-6,554W ±0.1W 

DC Current 

Transducer 
Hall effect CR Magnetics CR5211-10 0-10 ADC ±1.0% 

DC Voltage 

Transducer 
- CR Magnetics CR5310-50 0-50 VDC ±1.0% 
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Figure 24: Experiment setup 

3.5 Data Acquisition System 

Six DAQ modules from National Instruments, shown in Figure 25, were installed to 

read to signal outputs from the instrument to the LabVIEW program. Three of them 

were module NI9214 for thermocouples. One was NI9207 for measuring ±10 V and 

±20 mA analog outputs from pressure transducers, mass flow meter, DC current 

transducers and DC voltage transducers. NI9472 24V sourcing digital output was 

used to power the instruments. NI9265 20 mA analog output was used to provide a 

0.8 volt speed control signal for the compressor. 
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Figure 25: NI DAQ modules 

3.6 Uncertainty Analysis 

When conducting experiment and analyzing the data acquired, uncertainty analysis on 

the data collected is important for proper data evaluation. Uncertainty refers to the 

errors in measurement from the instruments utilized.   The total uncertainty of a 

parameter measured consists of two parts: systematic uncertainty and random 

uncertainty.  There are many factors contributing to the systematic uncertainty, like 

the quality and accuracy of the instruments, minor changes in the testing environment 

and inaccuracy of observation. Systematic uncertainties can be constant (T Type 

thermocouples), functional of scale (pressure transducers) or functional of measured 

value (mass flow meter). To reduce the system uncertainty in the current system, 

pressure transducers, thermocouples and mass flow meter were carefully calibrated in 
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the test range.  Random uncertainty is due to random variations and is estimated by a 

standard deviation (STD). 

In this experiment setup, directly measured data include: temperature, pressure, mass 

flow rate, and power consumption. Based on the directly measured variables, 

parameters like superheat, subcool, enthalpy, capacity and COP can be calculated 

accordingly. 

Total uncertainty of measured parameters can be determined by 

ωtotal = ωsys + ωrand (13) 

 

Total uncertainty of calculated parameters can be determined by error propagation 

ωf = √(
∂f

∂x1
ωx1

)2 + (
∂f

∂x1
ωx1

)2 + ⋯ + (
∂f

∂xn
ωxn

)2 

(14) 

Where 

𝑓 = 𝑐𝑎𝑙𝑐𝑢𝑙𝑎𝑡𝑒𝑑 𝑝𝑎𝑟𝑎𝑚𝑒𝑡𝑒𝑟 

𝜔𝑓 = 𝑡𝑜𝑡𝑎𝑙 𝑢𝑛𝑐𝑒𝑟𝑡𝑖𝑎𝑛𝑡𝑦 𝑜𝑓 𝑐𝑎𝑙𝑐𝑢𝑙𝑎𝑡𝑒𝑑 𝑝𝑎𝑟𝑎𝑚𝑒𝑡𝑒𝑟 𝑓 

𝑥𝑖 = 𝑚𝑒𝑎𝑠𝑢𝑟𝑒𝑑 𝑝𝑎𝑟𝑎𝑚𝑒𝑡𝑒𝑟 

𝜔𝑥1
= 𝑡𝑜𝑡𝑎𝑙 𝑢𝑛𝑐𝑒𝑟𝑡𝑎𝑖𝑛𝑡𝑦 𝑜𝑓 𝑚𝑒𝑎𝑠𝑢𝑟𝑒𝑑 𝑝𝑎𝑟𝑎𝑚𝑒𝑡𝑒𝑟 

𝑛 = 𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑣𝑎𝑟𝑖𝑎𝑏𝑙𝑒𝑠 𝑢𝑠𝑒𝑑 𝑡𝑜 𝑐𝑎𝑙𝑐𝑢𝑙𝑎𝑡𝑒 𝑓 

In the test, the heat from the condenser was directed into the PCM and PCM melted 

gradually. It was a dynamic and transient process, since the melting of PCM resulted 

in the loss of capacity of the condenser and further reduced the system performance. 

Therefore, only the system uncertainty was considered here. Table 8 summarizes the 
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systematic uncertainties in the system. Directly measured parameter values were from 

the test measurement.  

Table 8: Calculation of systematic uncertainties 

Variables Unit Value 
Systematic 

uncertainty 

Refrigerant Side 

Comp. Discharge Pressure kPa 1,336.8 8.6 

Cond. Out Pressure kPa 1,330.5 1.7 

Evap. Out Pressure kPa 481.3 1.7 

Expansion Valve In Temp. °C 35.5 0.5 

Cond. Out Temp. °C 41.8 0.5 

Comp. Discharge Temp. °C 61.7 0.5 

Evap. Out Temp. °C 22.5 0.5 

Mass Flow Rate g/s 1.00 0.001 

Compressor Power W 54.7 0.8 

Fan Power W 3.5 0.05 

Superheat K 8.0 0.5 

Subcool K 8.6 0.5 

Evap. Capacity W 165.5 0.9 

Cond. Capacity W 178.7 1.0 

System COP - 2.83 0.04 

Air Side 

Avg. Evap. Inlet Temp. °C 26.3 0.25 

Avg. Evap Outlet Temp. °C 22.7 0.25 

Evap. Capacity W 172.8 16.8 
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Chapter 4: Test Results 

4.1 Baseline Vapor Compression Cycle 

Before the baseline test, the PCM was melted and poured into the condenser container, 

as shown in Figure 26. Chamber temperature was then set to be 26°C until the PCM 

was fully solidified. Then both the PCM container and the copper tubes in the system 

were insulated.  

 

Figure 26: Liquid phase PCM inside condenser container 

4.1.1 Charge Optimization  

Charge optimization tests were first conducted to determine the charge with highest 

system COP. Tests were conducted with charge amount of 439 g, 455 g and 484 g for 

two hours. The case with 439 g was the minimum charge into the system when no 

bubbles were observed from the condenser outlet sight glass, which indicated there 

was subcooled liquid at the outlet of the condenser. In the test period, the expansion 
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valve was manually regulated so that the superheat maintained in a range of 5 – 8 K. 

The averaged variable values for each test during stabilized period were summarized 

in Table 9. The uncertainty values varied a little bit in different charges because of the 

measured values varied. The numbers in this table were for the uncertainty 

calculation results from 455 g charge. 

With the increasing charge, both suction and discharge line pressures increased. The 

mass flow rate didn’t change much because the addition of less than 20 g charge was 

a relatively small portion compared with 439 g minimum charge. The compressor did 

more work because of the increased mass flow rate, which resulted in an increase of 

power consumption from 55.1 W to 58.5 W. In the meantime, the cooling capacity 

improved from 160.6 W to 167.2 W while the system COP had an optimum value at 

2.85 under the charge amount of 455 g.   

Figure 27 and Figure 28 show suction and discharge pressures, evaporator capacity 

and system COP under different charge amounts. Error bars were also shown in 

Figure 27. But compared with the absolute pressure value, the uncertainties were 

trivial and hardly can be seen from the Figure 27. 

From the charge optimization tests, the case with 455 g charge was concluded to be 

the optimum case among the three. The following sections discuss the detailed system 

performance with 455 g charge. 
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Table 9: Charge comparison 

Variable Unit 
439 g 

Charge 

455 g 

Charge 

484 g 

Charge 

Absolute 

Uncertainty 

Suction Pressure kPa 478.5 481.3 491.9 1.7 

Discharge 

Pressure 
kPa 1,318.2 1,336.8 1,418.7 8.6 

Evaporating 

Temp. 
°C 14.4 14.5 15.2 0.1 

Condensing 

Temp. 
°C 50.0 50.5 52.9 0.3 

Mass Flow Rate g/s 1.00 1.00 1.01 0.002 

Superheat K 8.0 8.0 5.7 0.5 

Subcool K 3.2 7.4 13.6 0.5 

Comp. Power W 55.1 54.7 58.5 0.8 

Evap. Capacity W 160.6 165.6 167.2 0.9 

System COP - 2.74 2.85 2.70 0.04 

 

 

Figure 27: Operating pressures under different refrigerant charge amounts 
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Figure 28: Evaporator capacity and COP under different refrigerant charge 

amounts 

4.1.2 Repeatability Test 

To ensure that the test results were reliable, a repeat test was conducted for 455 g 

charge case. The PCM was solidified under 26°C temperature setting. The refrigerant 

from previous test was recovered and the system was evacuated. The pure R-134a 

was then charged into the system until it reached 455 g charge. Same test process was 

repeated. In these two tests, data in the stable period from 40 minutes to 80 minutes 

was summarized in Table 10, which shows a high repeatability of the test. 
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Table 10: Repeat test under 455 g refrigerant charge 

 

Variable Unit 1st test 2nd test Difference (%) 

Suction Pressure kPa 481.3 482.4 0.2 

Discharge Pressure kPa 1,336.8 1,353.0 1.2 

Evaporating Temp. °C 14.5 14.6 -3.9 

Condensing Temp. °C 50.5 51.0 1.0 

Mass Flow Rate g/s 1.00 1.01 1.0 

Superheat K 8.0 7.4 -7.5 

Subcool K 7.4 7.4 0 

Comp. Power W 54.7 54.2 -0.9 

Evap. Capacity W 165.6 164.1 -0.9 

System COP - 2.85 2.85 0 

 

4.1.2 System Performance 

 

In this section, test results under 455 g refrigerant charge are discussed in details.  

Refrigerant side 

Figure 29 shows the refrigerant side pressure change during the whole test period and 

Figure 30 provides the temperature details in different status of the system. The first 

test with 255 g ran for more than two hours to observe when the PCM was fully 

melted.  From both pressure and temperature figures, there was a long start-up period 

about 25 minute before the system stepped into a relatively stable status. This is due 

to the 300 cc receiver installed in the liquid line. When the compressor started, the 

refrigerant would fill the receiver first. During the test period, the superheat did not 

maintain at a stable value by itself. Therefore, the expansion valve was manually 

regulated to keep it in the range of 5 – 8 K. The regulation operations resulted in the 

minor fluctuations in temperatures and pressures.  
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After 90 minutes from the start, the compressor discharge pressure and temperature 

began to increase. This is because the PCM was partly melted at the time so that 

condensing pressure was increased.  The readings from the thermocouples installed 

into the PCM container were all above the melting temperature of PCM (37°C), at 

121 minutes. It indicated that the PCM was fully melted, which demonstrated that the 

system satisfied the requirement of two hours continuous running time.  

 

 
Figure 29: Refrigerant side pressure during vapor compression cycle test 

 
Figure 30: Refrigerant side temperature during vapor compression cycle test 
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Test data from 50 minutes to 80 minutes during the stabilization period was averaged 

and summarized in Table 9. The results were discussed in section Charge 

Optimization.  

 

Figure 31: Positions of each status point 

 

Table 11: Refrigerant properties at different state point 

State Point Pressure (kPa) 

Temperature 

(°C) Enthalpy (kJ/kg) 

1: Comp. Discharge I 1,336.8 64.8 440.5 

2: Comp. Discharge II 1,336.8 61.7 437.0 

3: Cond. Out 1,330.6 41.8 259.1 

4:  Expansion Valve In 1,330.6 35.5 249.7 

5: Evap. In 501.6 15.8 249.7 

6: Comp. Suction 481.3 22.5 414.5 
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Table 11 summarizes refrigerant properties at different state points in the system. 

Several assumptions were made on the vapor compression cycle: first, the refrigerant 

in the expansion valve underwent an isenthalpic process (same enthalpy for state 4 

and 5); second, there was no pressure drop along the mass flow meter and receiver 

(same pressure for state 3 and 4); third, there was no pressure drop from state 1 to 

state 2. State 1 and state 2 were listed separately, because the refrigerant was at higher 

temperature at compressor discharge. It helped determine the heat loss of the system.  

The measured evaporator inlet temperature was 15.8°C, which was based on a surface 

thermocouple measurement. The real refrigerant temperature should be lower than 

this value because of factors like poor contact and heat loss. 

The quality at the evaporator inlet was 0.15. The condensing temperature of the 

condenser was 50.5°C, which was quite high. It was mainly due to the heat transfer 

limit in the PCM: the thermal conductivity was only 0.15 W/m·K for liquid phase and 

0.25 W/m·K for solid phase. To decrease the condensing temperature and further 

improve the system performance, heat transfer enhancement should be made between 

the condenser tube and PCM. Options include adding fins to the heat exchanger to 

enlarge the contact surface area, or using graphite foam as a substrate to improve the 

PCM thermal conductivity [35].  

Compressor performance was also evaluated by the test data. The measured 

temperature from state point 1: comp. discharge I was used to calculate to isentropic 

efficiency. The calculated isentropic efficiency and volumetric efficiency were 85% 

and 87%, respectively. An independent study on the same model Aspen compressor 

[36] showed that when the speed was in a range of 3,000-6,000 RPM, the volumetric 
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efficiency varied from 73.2% to 90.5% while isentropic efficiency was between 44.1% 

and 70.3%. The relatively high estimation of the isentropic efficiency may result from 

the inaccurate measurement of compressor discharge temperature. It was measured by 

a surface thermocouple instead of an in-stream one, which measured lower 

temperature than it actually should be.  

Air side 

 

From the measurement of the inlet and outlet of the evaporator, air side temperature 

change was known. Fan power consumption was used to calculate the air flow rate of 

the fan. Then the air side evaporator capacity was calculated. 

The geometric information of the evaporator and the air side and refrigerant side 

operating conditions were provided to the CoilDesigner [37]  to model the evaporator 

performance.   Table 12 lists the correlations used in the model.  

Table 12: Correlations used for the evaporator model 

Correlation Type Correlation Reference 

Heat Transfer Correlations 

Air Side HTC Wang-Tsai-Lu Wavy Smooth Louvered Fin 

Refrigerant Liquid Phase HTC Dittus Boelter 

Refrigerant Two-phase HTC Jung-Radermacher 

Refrigerant Vapor Phase HTC Dittus Boelter  

Pressure Drop Correlations 

Air Side Pressure Drop Wang-Tsai-Lu Wavy Smooth Louvered Fin 

Refrigerant Liquid Phase Blasius 

Refrigerant Two-phase  Friedel 

Refrigerant Vapor Phase Blasius 
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Table 13:  Input values for the evaporator model 

Variable Unit Value 

Air side 

Air Flow Rate m3/s 0.0393 

Air Pressure kPa 101.325 

Air Temp. °C 26.3 

Air RH % 50 

Refrigerant side 

Evap. Saturation Temp. °C 14.5 

Evap. Inlet Quality - 0.15 

Mass Flow Rate g/s 1.00 

 

Table 13 shows the input values acquired from the test results except for the air side 

RH, which was assumed to be 50%. Table 14 is a summary of the comparison results. 

 

Table 14  Comparison of the CoilDesigner and test results for the evaporator 

 

Variables 
Test Value 

Modeling 

Value 

Difference 

(%) 

Air side 

Inlet Temp. (°C) 26.3 26.3 0 

Outlet Temp. (°C) 22.7 22.9 0.9 

Refrigerant side 

Outlet Temp. (°C) 22.5 24.6 9.3 

Outlet Pressure (kPa) 481.3 480.4 -0.2 

System 

Refrigerant Side Capacity (W) 165.6 168.6 1.8 

Air Side Capacity (W) 172.8 168.6 -2.4 
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The modeling results were compared with the test data for both refrigerant side and 

air side. The results matched quite well, which validates the model in CoilDesigner. 

The model showed that among the 168.6 W total evaporator capacity, 159.0 W came 

from two-phase region heat transfer and 9.5 W was from the vapor region heat 

transfer. However, considering the total length of the evaporator, 40.8% of which was 

for two-phase region and the rest 59.2% was for vapor. This indicated that the 

evaporator used in the system was actually oversized. Small-size heat exchanger 

should be considered for next generation design.  

PCM side 

 

Figure 32 shows thermocouple locations in the PCM container.  The detailed 

description on how the thermocouples were installed in the PCM was provided in the 

section PCM Thermocouple.  

 
 

Figure 32: Thermocouple locations in the PCM container 
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Figure 33 shows the temperature measurement from the surface thermocouples 

attached to the copper tube (numbers shown in red in Figure 32) along the test period.  

Temperature started at 26°C, which was the room temperature. After about 30 

minutes, temperature at different locations in the PCM reached a stable condition in 

the range of 43°C to 49°C. At about 90 minutes, temperatures continued to increase 

again. 

 

Figure 33: PCM temperatures at different locations 

Figure 34 shows the temperature from four surface thermal couples at the upper level 

of the condenser. TC-8 and TC-17 were the ones attached to the left and right tubes 

and TC-19 and TC-20 were in the middle. An obvious gap was observed between 

these two groups. This was because the refrigerant was not distributed evenly into the 

four coils. The two coils on the side received more flow rate than the middle coils. In 

the future design of the PCM condenser, non-uniform flow distribution should be 

considered for the coils.  
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Figure 34: Copper tube surface temperatures at upper level 

 

Figure 35 shows the temperature profiles of TC-7, TC-8 and TC-9. They were 

thermocouples on the upper level of the left coil. They were installed at the same 

height. TC-8 was on the copper tube surface. TC-7 was in the middle of the spiral 

tube and TC-9 was close to the container wall. Although TC-7 and TC-9 were 

symmetric to the copper tube, TC-9 temperature increased more slowly. The PCM 

container was insulated with foams, but there was still some heat loss from the 

container to the ambient air. This part of heat loss may be the reason that TC-9 

temperature increase was not as much as TC-7 in the middle of the container.  
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Figure 35: PCM temperatures at the same height (TC-8: copper tube surface; 

TC-7 inner center of spiral tube; TC-9: close-to-wall) 

4.1.3 Energy Balance 

In the refrigerant side of the vapor compression cycle, there were two major heat loss 

sections, as shown in  

Figure 36. One was from the compressor discharge to condenser inlet, where the 

refrigerant was at the higher temperature in the cycle. The other section was from the 

condenser outlet to expansion valve inlet. Receiver and mass flow meter were 

installed in this liquid line, which were heat loss sources due to their bulky volume 

and large surface area. 
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Figure 36: Heat loss sections in vapor compression cycle 

 

The energy balance of the system was summarized in Table 15. In the refrigerant side, 

the compressor power and evaporator capacity were considered as heat input to the 

system. Heat output from the system included the condenser capacity and heat losses 

from the two sections mentioned above. From the calculation, the total heat input was 

220.2 W and the total heat output was 191.7 W. The difference was 13%. In this 

energy balance calculation, the heat loss from the compressor surface directly to the 

ambient was not considered.  

The evaporator capacity was calculated from both the refrigerant side and air side, 

and the difference was -4.4%. The energy balance for the vapor compression cycle 

was in an acceptable range. 
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Table 15: Energy balance summary of vapor compression cycle 

Parameters Unit Value 

Refrigerant Side 

Comp. Power W 54.7 

Evap. Capacity W 165.5 

Cond. Capacity W 178.7 

Heat Loss 1 W 9.4 

Heat Loss 2 W 3.6 

Heat Input W 220.2 

Heat Output W 191.7 

Difference % 13.0 

Air Side 

Evap. In Temp. °C 26.3 

Evap. Out Temp. °C 22.7 

Air Flow Rate m
3
/s 0.0393 

Evap. Air Side Capacity W 172.8 

Energy Balance % -4.4 

 

4.2 Baseline Thermosiphon Loop 

After the two hours vapor compression cycle operation, the compressor was turned 

off while the fan was still on all the time during thermosiphon cycle. The three ball 

valves in the system were open. The liquid phase refrigerant stored in the receiver 

first flowed down into the evaporator (condenser in vapor compression cycle). After 

about 15 seconds, bubbles were observed in the sight glass from the riser and down 

flowing refrigerant appeared in the sight glass from the downcomer, which indicated 

the thermosiphon loop was working properly. The system was operated for about 750 

minutes. At around 500 minutes, few bubbles were observed in the riser. This was 
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because the temperature difference between the evaporator and condenser decreased, 

so that the refrigerant circulation was slowed down. In this stage, natural convection 

was the major mechanism for the PCM to cool down.  

4.2.1 Temperature Profile 

Figure 37 shows the temperature profiles of the thermocouples attached to the surface 

of the copper tubes. At the beginning of the thermosiphon loop, the temperature 

difference between the evaporator and condenser was about 20°C. The heat transfer 

was very effective at this stage and the temperature was decreased to 37°C, which 

was the melting temperature of the PCM, in less than 5 minutes. After that, the 

temperature decreased gradually to around 29°C in 400 minutes. Then, the 

temperature drop slowed down and natural convection dominated the heat transfer 

from the PCM to the ambient.  

 

Figure 37: Copper tube surface temperature during the PCM solidification 

process 
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Figure 38 shows the temperature from left coil of the evaporator at upper level (TC-8 

on the surface of the copper tube, TC-9 in the middle of the spiral tube, TC-7 close to 

the wall). Center of the spiral tube was the location being cooled last. It can be also 

observed that at around 500 minutes, the temperatures at these locations were the 

same, which meant thermosiphon no longer worked and the rest of the sensible heat 

of the PCM was released to the ambient through natural convection.  

 

Figure 38: Temperature at the upper level of the left coil during PCM 

solidification process 

4.2.2 Energy Balance 

Thermocouples were installed in the evaporator inlet and outlet from the air side to 

measure the air temperature change. From the temperature difference of the air, 

condenser air side capacity was calculated.  

Figure 39 shows the condenser air side temperature and the condenser capacity. The 

air inlet temperature was around 26°C, which was the setting temperature for the 

chamber. The condenser capacity decreased very fast in the first 500 minutes from 
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around 160 W to 13 W. After 500 minutes, the capacity was constant at around 13 W. 

At this stage, the temperature difference was less than 0.5°C, which was even in the 

range of the temperature measurement uncertainty. The other reason that may cause 

the evaporator outlet air temperature a little bit higher than that at the inlet, may be 

the heat generated from the fan motor. Based on this reason, it was concluded that 

after 500 minutes, the thermosiphon cycle did not work. Based on this, the condenser 

capacity at 500 minutes was assumed to be 0 W. And the 13 W condenser capacity 

was deducted from the all previous recorded data to disregard the part of heat 

generated by the fan. 

 

Figure 39: Condenser air side temperature and condenser capacity during PCM 

solidification process 

 

Under this assumption, a plot of energy balance between vapor compression cycle 

and thermosiphon loop was shown in Figure 40. The blue line indicated the total 
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energy that was discharged from the condenser (evaporator in the thermosiphon loop). 

This was calculated by integrating the condenser capacity from the refrigerant side 

with time. Then the condenser capacity (evaporator in the vapor compression cycle), 

shown in red line in the figure, was also integrated with around 750 minutes of 

running time. The accumulated removed energy from the thermosiphon system was 

shown in the green line. At the end of 750 minutes, the total heat removed from the 

thermosiphon system from the condenser air side capacity calculation was 0.91 MJ. 

The difference between the total heat stored in the PCM in the vapor compression 

cycle was 18.3%. This energy balance result could be due to the heat loss from the 

system to the ambient during the 750 minutes running time.  

 
Figure 40: Energy balance between vapor compression cycle the thermosiphon 

loop 

The overall system COP was evaluated for both the vapor compression cycle and 

thermosiphon loop. The operation time for the thermosiphon was 500 minutes. After 

that, air-side condenser capacity didn’t change. The evaporator capacity, compressor 

and fan powers were integrated with time during the vapor compression cycle 

operation. Total energy consumption of the fan during the thermosiphon loop was 

also considered for the system overall COP. The results are summarized in Table 16. 



 

 62 

 

Table 16: Overall system COP during vapor compression cycle and 

thermosiphon loop for baseline test facility 

System Mode 
Operation Time 

[min] 
Component 

Energy Consumption 

[MJ] 

Vapor 

Compression 

Cycle 

120 

Evaporator 1.044 

Compressor 0.380 

Fan 0.024 

Thermosiphon 500 Fan 0.103 

Overall System COP: 2.06 

 

4.3 System Test with Battery Pack 

System was also tested with battery pack with the same refrigerant charge. The 

test data with a battery pack was averaged for the same time period and compared 

with the 24V DC power supply case in Table 17. 

Table 17: Comparison of tests with two power sources 

Properties 
24V Power 

Supply 

Battery 

Pack 

Absolute 

Uncertainty 

Suction Pressure [kPa] 481.3 481.4 1.7 

Discharge Pressure [kPa] 1336.8 1319.9 8.6 

Evaporating Temp. [°C] 15.2 15.2 0.5 

Condensing Temp. [°C] 50.5 50.0 0.5 

Mass Flow Rate [g/s] 1.00 1.00 0.001 

Superheat [K] 8.0 7.2 0.5 

Subcool [K] 7.4 6.3 0.5 

Compressor Power [W] 54.7 54.2 0.8 

Evaporator Capacity [W] 165.6 164.1 0.9 

System COP [-] 2.85 2.85 0.04 
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The system with battery pack had similar performance as one with 24 V power 

supply. The test was conducted for two hours and the voltage of the battery pack was 

recorded, as shown in Figure 41. During the two hours running time, the voltage was 

decreased from 28.7 V to 25.8 V. The battery pack had enough energy to power the 

system for two hours. 

 
 

Figure 41: Battery pack voltage during vapor compression cycle 

 

4.4 Prototype Performance 

4.4.1 System Description 

Based on the baseline test results, a prototype was designed, built and tested.  

The main system components like compressor, evaporator, condenser, expansion 

valve, PCM and PCM container remained the same as in the baseline.  

Receiver was re-designed, as shown in Figure 42, to fit in the limited space in the 

prototype. It was made of five straight copper tubes with 6.4 mm O.D. tubes 
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connected. The height of each tube was 12 cm. It was able to store 200 g refrigerant 

inside.   

 

Figure 42: Receiver in the prototype 

A PCM container with the same inner dimension was 3D printed to fit on the 35.6 cm 

bottom plate, as shown in Figure 43. Condenser was twisted in spiral shape to fit into 

the PCM container, as shown in  

Figure 44. The positions where PCM last melted and solidified were determined from 

the baseline test. Therefore, temperature sensors were installed as indicators to show 

PCM was fully melted or fully solidified. 
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Figure 43: 3D printed PCM container 

 
 

Figure 44: Condenser in the prototype 
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A nozzle with 8 cm outlet dimension was assembled with evaporator and fan in the 

prototype, as shown in  

Figure 45.  The final assembly of the prototype was shown in  

Figure 46. 

 
 

Figure 45: Nozzle-evaporator-fan assembly in the prototype 
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Figure 46: Prototype assembly 

The prototype was also equipped with some safety features, as shown in  

Figure 47. A surface thermocouples were attached at the compressor discharge. When 

the measured temperature exceeds 80°C, the compressor is turned off automatically. 

The pressure switch was also installed to shut down the system when the discharge 

pressure exceeded 1,700 kPa. 

 
 

Figure 47: High temperature and pressure safety switches in prototype 

4.4.2 Vapor Compression Cycle 

In addition to the two pressure transducers installed in the compressor suction line 

and discharge, six surface thermocouples were attached to the surface of the copper 

tube to measure the refrigerant temperature, as shown in Figure 48. The same battery 

pack was used as power supply for the prototype as in the baseline test. The voltage 

of the battery pack was measured and recorded. The current went through the 
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compressor control board and battery pack was also measured to calculate the power 

consumption of the compressor and whole system. 

 

Figure 48: Prototype schematic 

The total refrigerant charge of the prototype was 398 g and the system was running 

for two hours. For the prototype, the expansion valve was not manually regulated to 

maintain the superheat as done in the baseline test. It was at the same opening 

throughout the test. The suction and discharge pressures were shown in Figure 49. It 

had the same trends as in the baseline test. There was a 25 minutes start up process 

for the system. In the process, refrigerant gradually filled the receiver. After that, the 

system went into a stable process.  
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No mass flow meter was installed in the prototype, so the evaporator capacity was 

calculated only from the air side temperature difference and air flow rate. The air 

flow rate was measured to be 0.025 m3/s. Based on that, the mass flow rate from the 

refrigerant side can be calculated. The evaporator air side temperature profile was 

shown in Figure 50. The room temperature was set 26°C. There were some 

fluctuation of the temperature in the air side but in general they were stable 

 

Figure 49: Refrigerant-side pressures during vapor compression cycle test for 

prototype 
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Figure 50: Evaporator airside inlet and outlet temperatures 

 

The vapor compression cycle was powered by the battery pack and the voltage of the 

battery pack was recorded in Figure 51. The original voltage of the battery pack when 

fully charged was 29.7 V. After a two hours test, it still had the voltage value at 25.6 

V, which indicated the energy of the batter pack was sufficient for the two hours test. 

 

 
Figure 51: The voltage of the battery power during the prototype test 
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Test data from 50 minutes to 80 minutes during stabilization period was averaged, as 

shown in Table 18. The air side temperature difference was 4.5 K. The evaporator 

capacity was 136.2 W. Since the calculation was based on the air temperature 

difference, there was an uncertainty of 10.7 W. System COP was 2.2 for the prototype 

test.  

Table 18: System performance of the prototype during the stabilization period 

Variable Unit Prototype 
Absolute 

Uncertainty 

Suction Pressure kPa 478.5 1.7 

Discharge Pressure kPa 1,365.0 8.6 

Air Inlet Temp. °C 26.2 0.25 

Air Outlet Temp. °C 21.7 0.25 

Mass Flow Rate g/s 0.78 0.06 

Superheat K 9.5 0.5 

Subcool K 12.2 0.5 

Comp. Power W 54.0 0.8 

Evap. Capacity W 136.2 10.7 

System COP - 2.2 0.17 

 

Considering the refrigerant side energy balance, there were two major heat loss 

sections. One was from the compressor discharge to the condenser inlet, where the 

refrigerant was with highest temperature in the cycle (refer as heat loss 1). The other 

section was from the condenser out let to the expansion valve inlet because of the 

large surface area of the receiver (refer as heat loss 2). A summary of the energy 

balance is shown in Table 19. The heat input to the system was the sum of 

compressor power and evaporator capacity while the condenser capacity and heat 
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losses counted for the heat output from the vapor compression cycle. The difference 

was 18%. There was portion of the heat loss from the hot compressor surface directly 

to the ambient air. Other heat loss through the suction line from the evaporator outlet 

to the compressor suction was not considered here. Besides, the refrigerant side 

temperature measurement was based on surface thermocouples, which has a higher 

uncertainty than with the in-stream thermocouples. These were the factors which 

contributed to the energy unbalance from the refrigerant side.  

Table 19: Summary of the energy balance from the refrigerant side 

Parameters Unit Value 

Comp. Power W 54.0 

Evap. Capacity W 136.1 

Cond. Capacity W 139.4 

Heat Loss 1 W 4.4 

Heat Loss 2 W 11.2 

Heat Input W 190.1 

Heat Output W 155 

Difference % 18.5 

 

4.4.3 Thermosiphon Loop 

After two hours vapor compression cycle test, two ball valves were closed and the 

compressor was turned off. The fan was remained on during the thermosiphon loop. 

The air side temperature profile at the condenser inlet and outlet, and the capacity 

were shown in Figure 52. The condenser had a very high capacity at the beginning, 

due to the large temperature difference between the condenser and evaporator. Then it 

decreased from 150 W to around 13 W. According to the baseline test observation, 
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this indicated the end of thermosiphon and the rest sensible heat would be slowly 

removed by natural convection.  

 

Figure 52: Condenser air-side temperature and condenser capacity during PCM 

solidification process of prototype 

4.4.4 Comparison with Baseline Test 

Compared with the baseline test, the prototype was built with the same main 

components: compressor, evaporator, condenser, expansion valve and fan. However, 

the fan in the prototype was integrated with evaporator and nozzle, which resulted in 

a larger air side pressure drop and a decreased air flow rate. A detailed comparison of 

the performances of the baseline test (with battery pack as power supply) and the 

prototype is shown in Table 20. 
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Table 20: System performance comparison from the baseline test and prototype 

 

Properties Baseline Prototype 

Refrigerant Side 

Suction Pressure [kPa] 481.4 478.5 

Discharge Pressure [kPa] 1,319.9 1,365.0 

Evaporating Temp. [°C] 15.2 14.4 

Condensing Temp. [°C] 50.0 51.4 

Mass Flow Rate [g/s] 1.00 0.78 

Superheat [K] 7.2 9.5 

Subcool [K] 6.3 12.2 

Compressor Power [W] 54.2 54.0 

Evaporator Capacity [W] 164.1 136.1 

System COP [-] 2.85 2.2 

Air Side 

Air In Temp. [°C] 26.3 26.2 

Air Out Temp. [°C] 22.7 21.7 

Air Flow Rate [m3/s] 0.039 0.025 

Battery 

Start Voltage [V] 29.1 29.7 

End Voltage [V] 25.8 25.6 
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Chapter 5:  Conclusions 

With an increasing demands for saving energy in space cooling and improving 

thermal comfort, a battery powered portable vapor compression cycle air conditioning 

device was designed, developed and tested. R-134a was used as working fluid in the 

system. The designed cooling time was two hours for the system. It was operated in 

two modes: one was cooling mode, the other was recharging mode. For the cooling, 

the system worked as a vapor compression cycle. The condenser of the system was 

submerged in the PCM so that the heat from the condenser could be stored the PCM 

as latent heat. For the recharging mode, the compressor was turned off and the fan 

was kept operated while the compressor and expansion valve in the vapor 

compression cycle were bypassed so that the system worked as a closed loop two-

phase thermosiphon loop. The heat from the PCM was removed and released to the 

air by the thermosiphon and PCM solidified in this process.  

A baseline test facility was set up to evaluate the system performance. Instruments 

were installed into the facility to measure the thermodynamic properties of the 

system. The baseline vapor compression cycle was operated for two hours under 

26°C ambient setting temperature. The averaged system cooling capacity was 165.6 

W during stabilization period with a COP of 2.85. The expansion valve was manually 

regulated to maintain the superheat between 5 and 8 K during the test period. The 

evaporator outlet air temperature was 22.7°C, with a 3.6°C temperature drop from the 

measured inlet air temperature. The energy balance between the evaporator air side 

and refrigerant side capacities was checked and the difference was 4.4%, which 

showed an acceptable energy balance for the vapor compression cycle. A 7s3p battery 



 

 76 

 

pack was used as the power supply during the test and the voltage output after the 

vapor compression cycle operation was 25.8 V, which indicated sufficient energy 

supply for the battery pack used. 

The recharging thermosiphon mode of the baseline was conducted after the vapor 

compression cycle. Bubbles were observed in the sight glass in the riser and down 

flowing refrigerant appeared in the sight glass in the downcomer. The condenser 

(working as an evaporator in the vapor compression cycle mode) capacity dropped 

very fast in the first 500 minutes from around 160 W to 13 W when the temperature 

difference between the evaporator and condenser was less than 0.5°C. After that, the 

convection mode dominated the heat transfer process to remove the sensible heat 

from the PCM. The energy balance between the vapor compression cycle and 

thermosiphon loop was also investigated. The condenser capacity measured in the 

vapor compression cycle was integrated with time to calculate the total heat stored in 

the PCM, which was 1.12 MJ in the test. In the thermosiphon loop, the calculated 

total heat removed from the PCM was 0.91 MJ based on the air side temperature 

difference. The difference between the energy stored and discharged in the PCM was 

18.3%. Considering the 750 minutes running time and the possible heat loss from the 

system to ambient, the energy balance was in a reasonable range.  

After the baseline test, a prototype was designed, built and tested. It included the 

same main components as in the baseline test. However, the evaporator and fan were 

integrated with a nozzle, which resulted in more air side pressure drop and less 

evaporator capacity. The measured air side averaged evaporator capacity was 136.3 

W with system COP of 2.2. The air side temperature difference was 4.5°C.  
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Thermosiphon mode worked for the prototype as well and it took about 420 minutes 

to bring down the air side temperature difference at the evaporator within 0.5°C. The 

same battery pack served as the power supply for the prototype and the voltage after 

the vapor compression cycle operation was 25.6 V.  

The system performance of the vapor compression cycle system with PCM condenser 

operated in thermosiphon loop during the charging mode was experimentally 

investigated in this thesis. The results indicated the potential of applying the 

prototype to personal cooling device indoors. 

The main contributions of this thesis are summarized as below: 

 Calculated and designed a heat exchanger that merged into PCM as the 

condenser for vapor compression cycle and evaporator for thermosiphon 

system 

 Designed, fabricated and tested a novel battery powered portable vapor 

compression cycle personal cooling system with PCM condenser  

 Designed and integrated the thermosiphon mode for the cooling system to 

efficiently remove the heat from PCM 

 Built the first prototype for RoCo and validated the expected performance of it 
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Chapter 6:  Future Work 

For the current system design, due to the poor heat transfer from the condenser to the 

PCM, an oversized condenser was designed. This contributed to the charge unbalance 

between the vapor compression cycle and thermosiphon loop. A receiver was 

installed to solve the problem in current study. However, this resulted in longer 

startup time to reach to the stabilization condition and more charge is demanded for 

the system. For the future work, there are two possible approaches to address these 

issues. One is to enhance the heat transfer between the condenser to the PCM such as 

replacing the current copper tube with tube-and-fin heat exchanger or microchannel 

heat exchanger. The other approach is to improve the PCM conductivity. One 

effective way to do so is to integrate the graphite grid into the current PCM. The 

optimizing the PCM condenser design is the next step to improve the system 

performance.  

During the operation for the baseline test, the expansion valve was be manually 

regulated to maintain the proper superheat for the system. For future design, more 

advanced expansion devices such as thermostatic expansion valve or electronic 

expansion valve can be used for superheat control.  

Air flow rate from the evaporator side was not accurately measured in current 

baseline test facility and prototype. In the baseline test facility, the air flow rate was 

calculated from the fan power consumption. For the prototype, the air velocity was 

measured by digital anemometer in different locations at a grid matrix. The air 

velocity profile was integrated with the corresponding area to get the air flow rate. In 

the future test, an air duct with electric heater is recommended. By measuring the duct 
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inlet and outlet temperature difference and the electric heater power consumption, the 

air flow rate from the evaporator side can be determined more accurately.   

The achieving a target cooling performance of the system was focused in this study. 

In order to provide thermal comforts around the year, the heating mode of the device 

should be developed as well.  
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